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Note I:TVOC = Total Volatile Organic Compounds, which is the total concentration of any volatile organic compounds

that may be present. Volatile organic compounds are organic chemicals that have a high vapor pressure and easily fom1

vapors at nonnal temperature. While there is cUITently no Permissible Exposure Limit (PEL) for TVOCs, an action level
of 1.3 parts per million (ppm) has been established for this project based on best available research.

Note 2: OSHA Total and Respirable Particulate PEL = 15.0 milligrams per cubic meter orair (mgimJ) for total
particulates, 5.0 mg/mJ for respirable particulates.

Friday: 9/07/2007

TotalTVOCFloor
LocationTimeParticulates Comments

(mg/mJ)

(ppm)

7

Along main ,orridl)r between barricades10310.0410.0Passed smoke tcsl for negative air pressure at doors

6

Along main corridor between barricades10350.04]0.0

5

Along main corridor between barricadcs10380.0160.0

4

Along main corridol' bctwcen barricades10400.0670.0

..,

Along main corridor between barricades10410.0260.0.)
2

Along main corridor between barricadcs10430.0380.0

1

Along main corridor between b:m-icades10440.0300.0Passed smoke test for negative air pressure at doors

B

Along main con-idor hctween harricadcs10450.0520.0

7

Wing 3 rrn 7308-7328 ]0330.0550.0

5

Wing 5 rrn 5538-5562 10470.0170.0

Monday: 9/10/2007

TotalTVOCFloor
LocationTimeParticulates Comments

(mg/mJ)

(ppm)

7

Along main coni«or he tween banieades]4]40.0560.0Passed smoke test for negative air pressure at doors

6

Along main conidor he tween hanieadcs]4180.0450.0

5

Along main con"idor betwcen barricades]4200.0390.0

4

Along main cOlTidor betwcen barricades]4230.0440.0

3

Along main corridor bctween barricades]4250.0270.0

2

Along main corridor bct\\cen barricades14270.0560.0

1

Along main corridor bel\\een barricades14280.1110.0Passed smoke test for negative air pressure at doors

B

Along main eonidor between barricades14290.0810.0

4

Wing 3 rrn 431 0-432') 14210.0570.0

3

Wing 5 rm 3538·3560 14240.0280.0
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