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--"'::;::~:paily Engineering Control Verification SamplingtE:~'
- Gcneral Services Administration "

Department of the Interior Modernization Program
1849 C Street N\V, Washington, DC

Week ending: 9/1 3/2007

Note I:TVOC = Total Volatile Organic Compounds, which is the total concentration of any volatile organic compounds

that may be present. Volatile organic compounds are organic chemicals that have a high vapor pressure and easily fom1

vapors at nonnal temperature. While there is cUITently no Permissible Exposure Limit (PEL) for TVOCs, an action level
of 1.3 parts per million (ppm) has been established for this project based on best available research.

Note 2: OSHA Total and Respirable Particulate PEL = 15.0 milligrams per cubic meter orair (mgimJ) for total
particulates, 5.0 mg/mJ for respirable particulates.

Friday: 9/07/2007

TotalTVOCFloor
LocationTimeParticulates Comments

(mg/mJ)

(ppm)

7

Along main ,orridl)r between barricades10310.0410.0Passed smoke tcsl for negative air pressure at doors

6

Along main corridor between barricades10350.04]0.0

5

Along main corridor between barricadcs10380.0160.0

4

Along main corridol' bctwcen barricades10400.0670.0

..,

Along main corridor between barricades10410.0260.0.)
2

Along main corridor between barricadcs10430.0380.0

1

Along main corridor between b:m-icades10440.0300.0Passed smoke test for negative air pressure at doors

B

Along main con-idor hctween harricadcs10450.0520.0

7

Wing 3 rrn 7308-7328 ]0330.0550.0

5

Wing 5 rrn 5538-5562 10470.0170.0

Monday: 9/10/2007

TotalTVOCFloor
LocationTimeParticulates Comments

(mg/mJ)

(ppm)

7

Along main coni«or he tween banieades]4]40.0560.0Passed smoke test for negative air pressure at doors

6

Along main conidor he tween hanieadcs]4180.0450.0

5

Along main con"idor betwcen barricades]4200.0390.0

4

Along main cOlTidor betwcen barricades]4230.0440.0

3

Along main corridor bctween barricades]4250.0270.0

2

Along main corridor bct\\cen barricades14270.0560.0

1

Along main corridor bel\\een barricades14280.1110.0Passed smoke test for negative air pressure at doors

B

Along main eonidor between barricades14290.0810.0

4

Wing 3 rrn 431 0-432') 14210.0570.0

3

Wing 5 rm 3538·3560 14240.0280.0
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Tuesday: 9/11/2007

. _ ...-. -.•.. -
Total

--
--_.- .•..... ,.

Floor
LocationTimeP:u·ticulates

TVOC
Comments

(1Il!!/mJ)

(ppm)

7

Along main cOITidorbctwccn hanicadcs 12440.0860.0Passed smoke test for Ilegati\-e air pressure at doors
.~_.6 Along main eon'idur hc!\\ cen banicades 12470.0500.0

5

Along main con-idor bct\\ccnlxlrricades 12490.0330.0

4

Along main con-idor between banicades 12510.0660.0

3

Along main corridor bctween ba'Ticades 12520.0450.0

2

Along main corridor between barricades 12540.0570.0

1

Along main corridor hctwcen barricades 12580.0800.0Passed smoke test for negative air pressure at doors

B

Along main colTidor hetween harrieades12590.0580.0

6

Wing 3 I'm 6310·633 I 12460.0440.0

1

Wing 5 nn 1540-1559 12570.0170.0

Wednesday: 9/12/2007

TotalTVOCFloor
LocationTimeParticulates Comments

(mg/mJ)

(ppm)

7

Along main corridor between barricades 13040.035
0.0Passed smoke test for negative air pressure at doors

6

Along main corridor between barricades 13060.0220.0

5

Along main corridor between balTicades 13080.0090.0

4

Along main corridor between barricades 13]20.0190.0

3

Along main eon-idor between barricades 13]50.0140.0

2

Along main corridor between barricades 13170.0270.0

1

Along main corridor between balTicades 13]80.069
0.0Passed smoke test for negative air pressure at doors

B

Along main corridor between balTicadcs13200.0430.0

5

Wing 3 !TO5309-5331 13100.0280.0

4

Wing 5 !TO4538-'1561 13140.0080.0

Thursday: 9/13/2007
Total

TVOCFloor
LocationTimeParticulates Comments

(mg/mJ)

(ppm)

7

Along main corridor between barricades 11440.0360.0Passed smoke test for negative air pressure at doors

6

Along main corridor hetween halTicades11460.0240.0

5

Along main corridor hctween barricades 11480.0140.0

4

Along main corridor hetween barricades11500.0300.0

3

Along main corridor between barricades 11510.0350.0

2

Along main corridor betwecn balTicades11550.0250.0

1

Along main corridor between baiTicades11560.0890.0Passed smoke test for negmive air prcssure at doors

B

Along main corridor betwcen barricades12000.0710.0

2

Wing 3 rm 2340-2357 11530.0300.0

1

Wing 31m 1312-132'1 11580.0410.0
..------.
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Follow-Up Sampling in Areas withRe's:tilt~.xlrovc Established ACtion Levels
- -, ~--....-~..... - .. .-----.-,.-

""

Retest

Total
TVOCFloor

Location ParticulatesComments
Time (mglmJ)

(ppm)

N/A

Additional Comments

Datc I Floor

Distribution

Comments
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